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U.S. ENVIRONMENTAL PROTECTION AGENCY UST INSPECTION CHECKLIST - REGION 6
OWNER OF TANKS LOCATION OF TANKS
NAME: ' Coushatta Tribe of Louisiana TEL: NAME: Coushatta Convenience Store TEL: (337} 584-1590
ADDRESS: PO Box 818 ADDRESS: 3624 Powell Road
CITY, STATE, ZIP:  Elton, LA 70532 . CITY, STATE ZIP Elton, LA 70532
EMAIL: PERS. PRESENT & TITLE: Kenneth Wilson, Manager/Director
CONTACT PERSON: | TEL:  (337) 584 1401 FACILITY ID#: 0135 LA COUNTY: Allen
TANK INFO: TANK# 1 2 3 4 5 6 7 8
MON/YR TANK INSTALLED 12/1995 12/1995 12/1995
CAPACGITY (GAL) 10,000 8000 8000
MATERIAL OF CONSTRUCTION STI-P3 STI-P3 STI-P3
Tank Status (A-Active, T-Temp. Closed) A A A
SUBSTANCE STORED Reg gas P gas Diesel
REL' DETECTION METHOD({S) (SIR, ATG, ATG ATG ATG EMCO 1500
GW, VM, iNV&TTT, INTER, OTHER)
PIPING INFO
MATERIAL OF CONSTRUCTICON FRFP FRP FRFP
PRESSURE/SUCTION (P OR S) P P P
AUTO. LINE LEAK DETECTORS? (Y/N) X ¥ Y
ANNUAL LLD FUNCTION TEST DATE: 09-08-09 09-08-09 09-08-09
LINE TIGHTNESS TEST DATE OR, 09-08-09 09-08-09 09-08-09
MONTHLY RD METHOD USED NA NA NA
SUCTION ONLY- DATE OF TEST OR NOT RQD NA NA NA

SPILL PROTECTION (Answer Y or N)

SPILL BUCKET ON FILL? Y ¥ ‘ Y

OVERFILL TYPE (Answer Yes, No or UNK (Unknown)).” If Unknown request facility verify and provide documentation, NEEDS DOCUMENTATION

BALL FLOAT Y il Y

FLAPPER VALVE (IN DROP TUBE)

AUDIONISUAL

CORROSION PROTECTION FOR TANKS:(Tested within 3-6 months of installation,repair & every 3 years.) Answer Y or N below. CP test date: 5-25-07

IMPRESSED CURRENT (NACE?) NA NA NA
GALVANTIC (NACE?) Y Y Y
DATE OF INTEGRITY TEST NA NA NA

NONE REQUIRED
CORROSION PROTECTION FOR_PIPING AND PIPING COMPONENTS {DISPENSER SUMPS AND PUMPS)- CP Test Date: _05-29-2007_

BOOTED  (D=Disp., P =Pump) Oo | O (Oo|Op|Op | Op|Oo | Op|Op | op|op|op|DOp|Of|ap| Or
ISOLATED FROM SOIL & WATER D -M Oo | Op (Op |Op | DOo | Op | oo | op | oo | opr|oc|or|op |0 | Op| O
IMPRESSED CURRENT (NACE?) D -M Op | Op (Op |Op | Op |Op |Op |Op | Op | op | oo | op | oo | op| oo | ap
SPIKE! SACK ANNODES (NAGE?) D-M E0 | BF |@D | RP | B®D | RP { OD | OF | O0 | OF | Op | Op | Op | Op | Oo | OP
FINANCIAL RESPONSIBILITY {CIRCLE) STATE TRUST FUND- SELF/INSURED- PRIV.INS- RISK RET, GROUP- GUARANTEE-SURETY BOND- LOC- TRUST FUND- OTHER
If Insurance: Name of Company & conlact: Zurich (Willis of Alabama) agent Heather Rehm-Steller, NY, NY |
A —
INSPECTOR NAME: Larry L. Thomas 1 v A ' DATE OF INSPECTION  04/202010  TIME 0830
PRINT - " SIGNATURE
LAT_ 30" 31411 _ LONG 92° 42857
ENFORCEMENTACTION: Y N  FIELD CITATION N IfYes #USTs- ; Tribal OR&IW REVISION 2: 03/2010



Facility Name: ___ Coushatta Convenience Store _ Facility ID Number: _ 0135T.A

TANK REQUIREMENTS, PIPING REQUIREMENTS, RELEASE DETECTION REQUIREMENTS

REQUIREMENTS FOR STI-P3 TANKS WITH SACRIFICIAL ANODES

e BT TP
Yes No Unkm%o%uﬁmwvf
o B o revention: (Check one)
O Ball float valve [ Butterfly valve [ Alarm system
O Catchment Basins ara installed at fill ports.
O Cathodic Protection tast has been performed within the
pasl three years {f tank is cizer than 3 years)
O Test results show a negative voltage of at least 0.85 vohs.
[ The past two test results are available.
O Instaliation checklist is available
O Designed by a NACE certified Corrosion Enginear,
O UST compaltible with substance stored

EREER HR O

RELEASE DETECTION FOR PRESSURIZED PIPING
1: Must have one of Lhe following:
Type of Automatic Line Leak Detector
B Manual LLD O Electrenic LLD

Manufacturer, Name & model [if known]
2: Must have the following:
K O Annual line leak detector function test date 0g-08-09
3: Must have one of tha following and racords:
® [ Annual line tightness test date 09-08-09 OR
O O Monthly release detection method used: select one;

OcwOwvaOsSRO M O Other
W O Monthly testing records er annual test is available for the
past 12 menths.

CATHODIC POTECTION FOR PIPING/FITTINGS
O B Al metal components are isolated from soil

B O Metal components in contact with soil have cathodic
protection: TYPE of CP:

B Galvanic O  Impressed Current

Jyear test date: __05-29-2007

Automatic Tank Gauging
Manufacturer: Name and model: _EMCO 1500

B [0 Methodis Third Party certified for size & type of tank & can detect 0.2 gph.

® O Documertation is available to verify ATG was in |eak test mode a minimum of once per month
and that system obtained a PASS. 12 months of records available.

B O Monitoring console was evident and in proper working condition. There are no warning lights
or alarms.

M O Maintenance/calibration records are available upon request for ATG and probes

Type of facility: circle applicable types: Federal State County Municipal OM NOM L W S Tribaily Owned Tribal Land - Private
[ Existing USTs? If Yes — (installed before 12/22/88) Are USTs upgraded for 1998 standards? Yes [0 No [0 IF No: Circle one of the items below:

Circle one;  Upgrading Permanently closed Temporary closed Closefreplace

Tribal OR&IW REVISION 2: 03/2010







Picture Log for Coushatta Convenience Store ID 0135 LA 4/20/2010

Picture Description
1 Picture of facility
2 Picture of Convenience Store
3 Unleaded spill bucket
4 Unleaded spill bucket close up
5 Dispenser closest to Store — anodes present
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THE UNITED STATES ; ,
ENVIRONMENTAL PROTECTION AGENCY z M,
UST/SOLID WASTE SECTION (6PD-U) s W 2
1445 ROSS AVENUE %, e ¢
DALLAS, TX 752022733 -

-« PRO

Tel: {214) 665-8344 FAX: (214) 665-7263

Attn: Larry L. Thomas
INSPECTOR OBSERVATION REPORT

FOR INDIAN COUNTRY UST SYSTEMS

OWNER AND/OR OPERATOR FACILITY
NAME Coushatta Tribe of Louisiana NAME___ Coushatta Convenience Store
ADDRESS__ PO Box 818 ADDRESS__ 3624 Powell Road____
ITY AND STATE___ Elton, LA 70532 CITY AND STATE__Elton, LA 70532
SED) Len n et
LS € Y14 0] EMALL TEL_ (337) 584-1590__ Contact: '\, " .8 "Fac ID# 0135LA
|:| No deficiencies observed at the conclusion of this inspection.

The above named facility was inspected by a duly authorized representative of the United States Environmental Protection Agency (EPA).
The following are the EPA inspector’s observations with milestones to be met:
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You can fax the documents to (214) 665-7263 Attn: Larry L. Thomas.
If you have any questions at all, please contact me at_thomas.larry@epa.gov or you can call me at (214) 665-8344

Tribal OR&M REWISION 2; 03/2010

Name of EPA Representative:
L. Thoma

Name of Owner/Operator representative:

'é/",i ’f"l /1// (i /‘) o

o B (Please print) A mk/ ease Prmt)
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= (Signature) / (Slgnature)




